
Detection Summary
Job ID: 410-143055-1Client: Environmental Standards Inc.

Project/Site: Berlin MD DW Supply

Client Sample ID: Field Blank (Well #2) Lab Sample ID: 410-143055-1

Perfluorooctanesulfonic acid

RL

1.8 ng/L

MDL

0.44

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J0.62 533

Client Sample ID: Well #2 (Franklin Ave) Lab Sample ID: 410-143055-2

Perfluorobutanoic acid

RL

1.7 ng/L

MDL

0.86

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J0.98 533

Perfluoropentanoic acid 1.7 ng/L0.43 Total/NA11.4 J 533

Perfluorohexanoic acid 1.7 ng/L0.43 Total/NA11.2 J 533

Perfluoroheptanoic acid 1.7 ng/L0.43 Total/NA10.67 J 533

Perfluorooctanoic acid 1.7 ng/L0.43 Total/NA12.6 533

Perfluorobutanesulfonic acid 1.7 ng/L0.43 Total/NA11.4 J 533

Perfluorohexanesulfonic acid 1.7 ng/L0.43 Total/NA11.5 J 533

Perfluorooctanesulfonic acid 1.7 ng/L0.43 Total/NA12.9 533

Client Sample ID: Well #1 (Powellton Ave) Lab Sample ID: 410-143055-3

Perfluorobutanoic acid

RL

1.7 ng/L

MDL

0.85

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J1.6 533

Perfluoropentanoic acid 1.7 ng/L0.42 Total/NA15.7 533

Perfluorohexanoic acid 1.7 ng/L0.42 Total/NA14.5 533

Perfluoroheptanoic acid 1.7 ng/L0.42 Total/NA12.7 533

Perfluorooctanoic acid 1.7 ng/L0.42 Total/NA11.4 J 533

Perfluorobutanesulfonic acid 1.7 ng/L0.42 Total/NA11.1 J 533

Perfluorohexanesulfonic acid 1.7 ng/L0.42 Total/NA10.81 J 533

Perfluorooctanesulfonic acid 1.7 ng/L0.42 Total/NA10.70 J 533

Client Sample ID: Well #3 (Branch St) Lab Sample ID: 410-143055-4

Perfluorobutanoic acid

RL

1.6 ng/L

MDL

0.82

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J0.85 533

Perfluoropentanoic acid 1.6 ng/L0.41 Total/NA11.0 J 533

Perfluorohexanoic acid 1.6 ng/L0.41 Total/NA11.3 J 533

Perfluoroheptanoic acid 1.6 ng/L0.41 Total/NA10.75 J 533

Perfluorooctanoic acid 1.6 ng/L0.41 Total/NA11.8 533

Perfluorobutanesulfonic acid 1.6 ng/L0.41 Total/NA11.1 J 533

Perfluorohexanesulfonic acid 1.6 ng/L0.41 Total/NA13.8 533

Perfluorooctanesulfonic acid 1.6 ng/L0.41 Total/NA12.0 533

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 410-143055-1Client: Environmental Standards Inc.

Project/Site: Berlin MD DW Supply

Lab Sample ID: 410-143055-1Client Sample ID: Field Blank (Well #2)
Matrix: Drinking WaterDate Collected: 09/15/23 10:15

Date Received: 09/15/23 16:40

Method: EPA 533 - Perfluorinated and Polyfluorinated Alkyl Substances in Drinking Water
RL MDL

ND 1.8 0.88 ng/L 09/19/23 14:27 09/21/23 23:37 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluoropentanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluorohexanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluoroheptanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluorooctanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluorononanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluorodecanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluoroundecanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluorododecanoic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluorobutanesulfonic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluorohexanesulfonic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluoroheptanesulfonic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 10.62 JPerfluorooctanesulfonic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluoropentanesulfonic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid

1.8 0.88 ng/L 09/19/23 14:27 09/21/23 23:37 1NDHFPO-DA (GenX)

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDDONA

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1ND4:2 FTS

1.8 0.88 ng/L 09/19/23 14:27 09/21/23 23:37 1ND6:2 FTS

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1ND8:2 FTS

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.8 0.44 ng/L 09/19/23 14:27 09/21/23 23:37 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

13C3 HFPO-DA 74 50 - 200 09/19/23 14:27 09/21/23 23:37 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C4 PFBA 85 09/19/23 14:27 09/21/23 23:37 150 - 200

13C3 PFBS 88 09/19/23 14:27 09/21/23 23:37 150 - 200

13C5 PFPeA 84 09/19/23 14:27 09/21/23 23:37 150 - 200

13C5 PFHxA 72 09/19/23 14:27 09/21/23 23:37 150 - 200

13C4 PFHpA 86 09/19/23 14:27 09/21/23 23:37 150 - 200

13C8 PFOA 91 09/19/23 14:27 09/21/23 23:37 150 - 200

13C9 PFNA 91 09/19/23 14:27 09/21/23 23:37 150 - 200

13C6 PFDA 90 09/19/23 14:27 09/21/23 23:37 150 - 200

13C7 PFUnA 88 09/19/23 14:27 09/21/23 23:37 150 - 200

13C2 PFDoA 81 09/19/23 14:27 09/21/23 23:37 150 - 200

13C8 PFOS 82 09/19/23 14:27 09/21/23 23:37 150 - 200

M2-4:2 FTS 78 09/19/23 14:27 09/21/23 23:37 150 - 200

M2-6:2 FTS 83 09/19/23 14:27 09/21/23 23:37 150 - 200

M2-8:2 FTS 83 09/19/23 14:27 09/21/23 23:37 150 - 200

13C3 PFHxS 89 09/19/23 14:27 09/21/23 23:37 150 - 200

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-143055-1Client: Environmental Standards Inc.

Project/Site: Berlin MD DW Supply

Lab Sample ID: 410-143055-1Client Sample ID: Field Blank (Well #2)
Matrix: Drinking WaterDate Collected: 09/15/23 10:15

Date Received: 09/15/23 16:40

Method: EPA 537.1 - EPA 537.1, Ver 1.0 Nov 2018
RL MDL

ND 1.6 0.40 ng/L 09/18/23 07:52 09/20/23 07:35 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

NEtFOSAA

1.6 0.40 ng/L 09/18/23 07:52 09/20/23 07:35 1NDNMeFOSAA

1.6 0.40 ng/L 09/18/23 07:52 09/20/23 07:35 1NDPerfluorotetradecanoic acid

1.6 0.40 ng/L 09/18/23 07:52 09/20/23 07:35 1NDPerfluorotridecanoic acid

13C2 PFDA 110 70 - 130 09/18/23 07:52 09/20/23 07:35 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFHxA 107 09/18/23 07:52 09/20/23 07:35 170 - 130

13C3 HFPO-DA 105 09/18/23 07:52 09/20/23 07:35 170 - 130

d5-NEtFOSAA 113 09/18/23 07:52 09/20/23 07:35 170 - 130

Lab Sample ID: 410-143055-2Client Sample ID: Well #2 (Franklin Ave)
Matrix: Drinking WaterDate Collected: 09/15/23 10:20

Date Received: 09/15/23 16:40

Method: EPA 533 - Perfluorinated and Polyfluorinated Alkyl Substances in Drinking Water
RL MDL

0.98 J 1.7 0.86 ng/L 09/19/23 14:27 09/21/23 23:49 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 11.4 JPerfluoropentanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 11.2 JPerfluorohexanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 10.67 JPerfluoroheptanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 12.6Perfluorooctanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluorononanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluorodecanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluoroundecanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluorododecanoic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 11.4 JPerfluorobutanesulfonic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 11.5 JPerfluorohexanesulfonic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluoroheptanesulfonic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 12.9Perfluorooctanesulfonic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluoropentanesulfonic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid

1.7 0.86 ng/L 09/19/23 14:27 09/21/23 23:49 1NDHFPO-DA (GenX)

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDDONA

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1ND4:2 FTS

1.7 0.86 ng/L 09/19/23 14:27 09/21/23 23:49 1ND6:2 FTS

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1ND8:2 FTS

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.7 0.43 ng/L 09/19/23 14:27 09/21/23 23:49 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

13C3 HFPO-DA 71 50 - 200 09/19/23 14:27 09/21/23 23:49 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C4 PFBA 79 09/19/23 14:27 09/21/23 23:49 150 - 200

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-143055-1Client: Environmental Standards Inc.

Project/Site: Berlin MD DW Supply

Lab Sample ID: 410-143055-2Client Sample ID: Well #2 (Franklin Ave)
Matrix: Drinking WaterDate Collected: 09/15/23 10:20

Date Received: 09/15/23 16:40

Method: EPA 533 - Perfluorinated and Polyfluorinated Alkyl Substances in Drinking Water (Continued)

13C3 PFBS 84 50 - 200 09/19/23 14:27 09/21/23 23:49 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 71 09/19/23 14:27 09/21/23 23:49 150 - 200

13C5 PFHxA 70 09/19/23 14:27 09/21/23 23:49 150 - 200

13C4 PFHpA 85 09/19/23 14:27 09/21/23 23:49 150 - 200

13C8 PFOA 82 09/19/23 14:27 09/21/23 23:49 150 - 200

13C9 PFNA 83 09/19/23 14:27 09/21/23 23:49 150 - 200

13C6 PFDA 87 09/19/23 14:27 09/21/23 23:49 150 - 200

13C7 PFUnA 84 09/19/23 14:27 09/21/23 23:49 150 - 200

13C2 PFDoA 80 09/19/23 14:27 09/21/23 23:49 150 - 200

13C8 PFOS 79 09/19/23 14:27 09/21/23 23:49 150 - 200

M2-4:2 FTS 77 09/19/23 14:27 09/21/23 23:49 150 - 200

M2-6:2 FTS 78 09/19/23 14:27 09/21/23 23:49 150 - 200

M2-8:2 FTS 84 09/19/23 14:27 09/21/23 23:49 150 - 200

13C3 PFHxS 82 09/19/23 14:27 09/21/23 23:49 150 - 200

Method: EPA 537.1 - EPA 537.1, Ver 1.0 Nov 2018
RL MDL

ND 1.7 0.43 ng/L 09/18/23 07:52 09/20/23 07:46 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

NEtFOSAA

1.7 0.43 ng/L 09/18/23 07:52 09/20/23 07:46 1NDNMeFOSAA

1.7 0.43 ng/L 09/18/23 07:52 09/20/23 07:46 1NDPerfluorotetradecanoic acid

1.7 0.43 ng/L 09/18/23 07:52 09/20/23 07:46 1NDPerfluorotridecanoic acid

13C2 PFDA 114 70 - 130 09/18/23 07:52 09/20/23 07:46 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFHxA 109 09/18/23 07:52 09/20/23 07:46 170 - 130

13C3 HFPO-DA 105 09/18/23 07:52 09/20/23 07:46 170 - 130

d5-NEtFOSAA 123 09/18/23 07:52 09/20/23 07:46 170 - 130

Lab Sample ID: 410-143055-3Client Sample ID: Well #1 (Powellton Ave)
Matrix: Drinking WaterDate Collected: 09/15/23 10:30

Date Received: 09/15/23 16:40

Method: EPA 533 - Perfluorinated and Polyfluorinated Alkyl Substances in Drinking Water
RL MDL

1.6 J 1.7 0.85 ng/L 09/19/23 14:27 09/22/23 00:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 15.7Perfluoropentanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 14.5Perfluorohexanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 12.7Perfluoroheptanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 11.4 JPerfluorooctanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluorononanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluorodecanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluoroundecanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluorododecanoic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 11.1 JPerfluorobutanesulfonic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 10.81 JPerfluorohexanesulfonic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluoroheptanesulfonic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 10.70 JPerfluorooctanesulfonic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluoropentanesulfonic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid

1.7 0.85 ng/L 09/19/23 14:27 09/22/23 00:00 1NDHFPO-DA (GenX)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-143055-1Client: Environmental Standards Inc.

Project/Site: Berlin MD DW Supply

Lab Sample ID: 410-143055-3Client Sample ID: Well #1 (Powellton Ave)
Matrix: Drinking WaterDate Collected: 09/15/23 10:30

Date Received: 09/15/23 16:40

Method: EPA 533 - Perfluorinated and Polyfluorinated Alkyl Substances in Drinking Water (Continued)
RL MDL

ND 1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDDONA

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1ND4:2 FTS

1.7 0.85 ng/L 09/19/23 14:27 09/22/23 00:00 1ND6:2 FTS

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1ND8:2 FTS

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.7 0.42 ng/L 09/19/23 14:27 09/22/23 00:00 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

13C3 HFPO-DA 67 50 - 200 09/19/23 14:27 09/22/23 00:00 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C4 PFBA 82 09/19/23 14:27 09/22/23 00:00 150 - 200

13C3 PFBS 86 09/19/23 14:27 09/22/23 00:00 150 - 200

13C5 PFPeA 79 09/19/23 14:27 09/22/23 00:00 150 - 200

13C5 PFHxA 66 09/19/23 14:27 09/22/23 00:00 150 - 200

13C4 PFHpA 82 09/19/23 14:27 09/22/23 00:00 150 - 200

13C8 PFOA 85 09/19/23 14:27 09/22/23 00:00 150 - 200

13C9 PFNA 78 09/19/23 14:27 09/22/23 00:00 150 - 200

13C6 PFDA 84 09/19/23 14:27 09/22/23 00:00 150 - 200

13C7 PFUnA 81 09/19/23 14:27 09/22/23 00:00 150 - 200

13C2 PFDoA 76 09/19/23 14:27 09/22/23 00:00 150 - 200

13C8 PFOS 81 09/19/23 14:27 09/22/23 00:00 150 - 200

M2-4:2 FTS 81 09/19/23 14:27 09/22/23 00:00 150 - 200

M2-6:2 FTS 84 09/19/23 14:27 09/22/23 00:00 150 - 200

M2-8:2 FTS 85 09/19/23 14:27 09/22/23 00:00 150 - 200

13C3 PFHxS 88 09/19/23 14:27 09/22/23 00:00 150 - 200

Method: EPA 537.1 - EPA 537.1, Ver 1.0 Nov 2018
RL MDL

ND 1.7 0.42 ng/L 09/18/23 07:52 09/20/23 07:58 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

NEtFOSAA

1.7 0.42 ng/L 09/18/23 07:52 09/20/23 07:58 1NDNMeFOSAA

1.7 0.42 ng/L 09/18/23 07:52 09/20/23 07:58 1NDPerfluorotetradecanoic acid

1.7 0.42 ng/L 09/18/23 07:52 09/20/23 07:58 1NDPerfluorotridecanoic acid

13C2 PFDA 115 70 - 130 09/18/23 07:52 09/20/23 07:58 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFHxA 113 09/18/23 07:52 09/20/23 07:58 170 - 130

13C3 HFPO-DA 113 09/18/23 07:52 09/20/23 07:58 170 - 130

d5-NEtFOSAA 109 09/18/23 07:52 09/20/23 07:58 170 - 130

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-143055-1Client: Environmental Standards Inc.

Project/Site: Berlin MD DW Supply

Lab Sample ID: 410-143055-4Client Sample ID: Well #3 (Branch St)
Matrix: Drinking WaterDate Collected: 09/15/23 10:45

Date Received: 09/15/23 16:40

Method: EPA 533 - Perfluorinated and Polyfluorinated Alkyl Substances in Drinking Water
RL MDL

0.85 J 1.6 0.82 ng/L 09/19/23 14:27 09/22/23 00:12 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 11.0 JPerfluoropentanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 11.3 JPerfluorohexanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 10.75 JPerfluoroheptanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 11.8Perfluorooctanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluorononanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluorodecanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluoroundecanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluorododecanoic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 11.1 JPerfluorobutanesulfonic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 13.8Perfluorohexanesulfonic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluoroheptanesulfonic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 12.0Perfluorooctanesulfonic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluoropentanesulfonic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid

1.6 0.82 ng/L 09/19/23 14:27 09/22/23 00:12 1NDHFPO-DA (GenX)

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDDONA

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1ND4:2 FTS

1.6 0.82 ng/L 09/19/23 14:27 09/22/23 00:12 1ND6:2 FTS

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1ND8:2 FTS

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.6 0.41 ng/L 09/19/23 14:27 09/22/23 00:12 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

13C3 HFPO-DA 73 50 - 200 09/19/23 14:27 09/22/23 00:12 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C4 PFBA 82 09/19/23 14:27 09/22/23 00:12 150 - 200

13C3 PFBS 89 09/19/23 14:27 09/22/23 00:12 150 - 200

13C5 PFPeA 76 09/19/23 14:27 09/22/23 00:12 150 - 200

13C5 PFHxA 73 09/19/23 14:27 09/22/23 00:12 150 - 200

13C4 PFHpA 83 09/19/23 14:27 09/22/23 00:12 150 - 200

13C8 PFOA 93 09/19/23 14:27 09/22/23 00:12 150 - 200

13C9 PFNA 89 09/19/23 14:27 09/22/23 00:12 150 - 200

13C6 PFDA 90 09/19/23 14:27 09/22/23 00:12 150 - 200

13C7 PFUnA 87 09/19/23 14:27 09/22/23 00:12 150 - 200

13C2 PFDoA 83 09/19/23 14:27 09/22/23 00:12 150 - 200

13C8 PFOS 78 09/19/23 14:27 09/22/23 00:12 150 - 200

M2-4:2 FTS 82 09/19/23 14:27 09/22/23 00:12 150 - 200

M2-6:2 FTS 82 09/19/23 14:27 09/22/23 00:12 150 - 200

M2-8:2 FTS 86 09/19/23 14:27 09/22/23 00:12 150 - 200

13C3 PFHxS 85 09/19/23 14:27 09/22/23 00:12 150 - 200
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Client Sample Results
Job ID: 410-143055-1Client: Environmental Standards Inc.

Project/Site: Berlin MD DW Supply

Lab Sample ID: 410-143055-4Client Sample ID: Well #3 (Branch St)
Matrix: Drinking WaterDate Collected: 09/15/23 10:45

Date Received: 09/15/23 16:40

Method: EPA 537.1 - EPA 537.1, Ver 1.0 Nov 2018
RL MDL

ND 1.7 0.42 ng/L 09/18/23 07:52 09/20/23 08:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

NEtFOSAA

1.7 0.42 ng/L 09/18/23 07:52 09/20/23 08:10 1NDNMeFOSAA

1.7 0.42 ng/L 09/18/23 07:52 09/20/23 08:10 1NDPerfluorotetradecanoic acid

1.7 0.42 ng/L 09/18/23 07:52 09/20/23 08:10 1NDPerfluorotridecanoic acid

13C2 PFDA 107 70 - 130 09/18/23 07:52 09/20/23 08:10 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFHxA 112 09/18/23 07:52 09/20/23 08:10 170 - 130

13C3 HFPO-DA 107 09/18/23 07:52 09/20/23 08:10 170 - 130

d5-NEtFOSAA 111 09/18/23 07:52 09/20/23 08:10 170 - 130
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